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This summary is not the entire report. The complete report may include additional information of concern to the client. It is recommended 

that the client read the complete report. 
 

Roof 

1. Leader/ Extension: Leaders do not extend 6 feet beyond the foundation perimeter 

Lots and Grounds 

2. Driveway: Asphalt - Heavy cracks in surface  
Garage 

 
 

3. Detached Garage Walls: Exposed framing - Evidence of past or present water leakage rotted boards at sill plate at 

back of garage and various other point of all walls 

 
4. Detached Garage Floor/ Foundation: Cracked with displacement 

 
 

5. Fascia: Wood, Aluminum - Paint peeling, Wood rot 

Exterior 

 

 

Needs Repair Summary 
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6. Entry Doors: Wood for storage area - Wood rot 

Attic 
 

7. Main heating and ac system located there Attic Attic Fan: Exposed wiring 

Bathroom 
 

8. 1st floor main Bathroom Tub/ Surround: Porcelain tub and ceramic tile surround - Loose grout, Replace caulking 

Living Space 
 

9. Dining Room Living Space Electrical: 110 VAC outlets and lighting circuits - Hot and neutral reversed outside wall 

next to driveway 
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Needs Repair Summary (Continued) 

7/ 16/ 2021 4:35:49 PM 

 

Kitchen 
 

10. 1st Floor Kitchen Windows: Wood crank out - Cranks broken 

Plumbing 
 

11. Drain Pipes: PVC, Galvanized - A licensed plumber is recommended to evaluate and estimate repairs leak at back 

of house in crawl space 

 

Basement 

12. Main Basement Moisture Location: A qualified contractor is recommended to evaluate and estimate repairs 

Crawl Space 

13. Half under kitchen and living room Crawl Space Electrical: 110 VAC - Install missing junction box cover plates, 

Suggest evaluation by licensed electrician 
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NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
 
 

 

 
Property Address:  

City: State: Zip:  

 
 
Client Name:  

Client Address:  

City: State: Zip:  

Property Information 

 
 
 

Client Information 

Phone: Email: Referrer Name: Yelp 

Inspection Company 

Inspector Name Jon Brodzik Jr 

Company Name Feel Safe Home Inspection LLC 

Address: 15893 W Aime Lane 

Phone: 2244306185 

Email: Jon@feelsafehome.com Web: www. Feelsafehome.com 

Amount Due: 350 Amount Received: 0 

Conditions 

Others Present: Buyer Property Occupied: Occupied 

Inspection Date: 2021-07-16 

Start Time: 01:45 PM End Time: 04:45 PM 

Utilities On: Yes 

Temperature: 72 degrees 

Weather: Cloudy Soil Conditions: Damp 

Space Below Grade: Basement 

Building Type: Single family Garage: Detached 

Water Source: City How Verified: Multiple Listing Service 

Sewage Disposal: City How Verified: Multiple Listing Service 

Permits Obtained: N/ A How Verified: N/ A 

General Information 

mailto:Jon@feelsafehome.com
http://www/
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 Roof  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Main Roof Surface 

1. Method of Inspection: Ladder at eaves 

2. Acceptable Material: Asphalt shingle 

 
 

3. Type: Hip 

4. Acceptable Flashing: Aluminum 

5. Acceptable Valleys: Asphalt shingle 

6. Acceptable Skylights: 

7. Acceptable Plumbing Vents: PVC 



Feel Safe Home Inspection LLC Feel Safe Home Inspection LLC 
Page 7 of 22  

Palm-Tech Inspector, Copyright © 1998-2021, Palm-Tech 

 

 

7/ 16/ 2021 4:35:49 PM 

 

 Roof (Continued)  
8. Acceptable Electrical Mast: Surface mount 

9. Acceptable Gutters: Aluminum 

10. Acceptable Downspouts: Aluminum 

11. Needs Repair Leader/ Extension: Leaders do not extend 6 feet beyond the foundation perimeter 

Left of roof peak Chimney 

12. Acceptable Chimney: Metal pipe 

13. Acceptable Flue/ Flue Cap: Metal 

14. Acceptable Chimney Flashing: Aluminum 

 

 Lots and Grounds  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
1. Needs Repair Driveway: Asphalt - Heavy cracks in surface 

2. Acceptable Walks: Concrete 

3. Acceptable Steps/ Stoops: Wood, Concrete in back 

4. Acceptable Grading: Minor slope 
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 Garage  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Detached Garage 

1. Type of Structure: Detached Car Spaces: 2 

2. Acceptable Garage Doors: Metal 

3. Acceptable Door Operation: Mechanized - Only one opens 

4. Acceptable Door Opener: Genie, Lift Master 

5. Acceptable Exterior Surface: Aluminum siding - Need to trim trees away from garage back wall 

6. Acceptable Roof: Asphalt shingle 

7. Acceptable Roof Structure: 2x4 Rafter, 2x6 Rafter 

8. Acceptable Ceiling: Exposed framing 

9. Needs Repair Walls: Exposed framing - Evidence of past or present water leakage rotted boards at sill plate at 

back of garage and various other point of all walls 
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 Garage (Continued)  
10. Needs Repair Floor/ Foundation: Cracked with displacement 

11. Acceptable Electrical: 110 VAC outlets and lighting circuits 

12. Acceptable Windows: 

13. Acceptable Gutters: Aluminum - Need cleaning 

14. Acceptable Downspouts: Aluminum 

 

 Exterior  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Main house Exterior Surface 

1. Acceptable Type: Brick and Aluminum siding - Brick on gas meter side crack with minor displacement 

2. Acceptable Trim: Aluminum, Wood 

3. Needs Repair Fascia: Wood, Aluminum - Paint peeling, Wood rot 
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 Exterior (Continued)  
Fascia: (continued) 

4. Acceptable Door Bell: Hard wired 

5. Needs Repair Entry Doors: Wood for storage area - Wood rot 

6. Acceptable Patio Door: Wood 

7. Acceptable Windows: 

8. Acceptable Window Screens: Vinyl mesh 

9. Acceptable Basement Windows: Vinyl slider 

10. Acceptable Exterior Lighting: Surface mounted lamps front and rear 

11. Acceptable Exterior Electric Outlets: 110 VAC 

12. Acceptable Hose Bibs: Rotary 

13. Acceptable Gas Meter: Exterior surface mount at side of home 

14. Acceptable Main Gas Valve: Located at gas meter 
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 Attic  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Main heating and ac system located there Attic 

1. Method of Inspection: From the attic access, In the attic 

2. Acceptable Roof Framing: 2x6 Rafter 

3. Acceptable Sheathing: Dimensional wood 

4. Acceptable Ventilation: Attic fan and roof vents 

5. Not Inspected Insulation: Covered by boards 

6. Not Inspected Insulation Depth: 

7. Not Inspected Vapor Barrier: 

8. Needs Repair Attic Fan: Exposed wiring 

9. Acceptable Wiring/ Lighting: 110 VAC lighting circuit 

10. Acceptable Moisture Penetration: None present at time of inspection 

11. Acceptable Bathroom Fan Venting: Electric fan 
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 Bathroom  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
2nd floor main Bathroom 

1. Acceptable Electrical: 110 VAC GFCI 

2. Acceptable Closet: 

3. Acceptable Ceiling: Paint 

4. Acceptable Walls: Paint 

5. Acceptable Floor: Ceramic tile 

6. Acceptable Windows: Skylight 

7. Acceptable Sink/ Basin: Pedestal 

8. Acceptable Faucets/ Traps: 

9. Acceptable Toilets: 

10. Acceptable HVAC Source: Heating system register 

11. Acceptable Ventilation: Electric ventilation fan 

1st floor main Bathroom 

12. Acceptable Ceiling: Paint 

13. Acceptable Walls: Paint 

14. Acceptable Floor: Ceramic tile 

15. Acceptable Windows: Block glass with vent 

16. Acceptable Electrical: 110 VAC GFCI 

17. Acceptable Counter/ Cabinet: Wood 

18. Acceptable Sink/ Basin: One piece sink/ counter top 

19. Acceptable Faucets/ Traps: 

20. Needs Repair Tub/ Surround: Porcelain tub and ceramic tile surround - Loose grout, Replace caulking 

21. Acceptable Toilets: 

22. Acceptable HVAC Source: Heating system register 

23. Acceptable Ventilation: Electric ventilation fan and window 
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 Bedroom  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Master Bedroom 

1. Acceptable Closet: Single 

2. Acceptable Ceiling: Paint 

3. Acceptable Walls: Paint 

4. Acceptable Floor: Hardwood 

5. Acceptable Windows: Vinyl double hung 

6. Acceptable Electrical: 110 VAC outlets and lighting circuits 

7. Acceptable HVAC Source: Heating system register 

8. Not Present Smoke Detector: Need by bedrooms 

9. Not Present Carbon Monoxide Detector: Need to be within 15ft of bedrooms 

Second floor Bedroom 

10. Acceptable Closet: Walk In 

11. Acceptable Ceiling: Paint 

12. Acceptable Walls: Paint 

13. Acceptable Floor: Hardwood 

14. Acceptable Windows: Vinyl double hung 

15. Acceptable Electrical: 110 VAC outlets and lighting circuits 

16. Acceptable HVAC Source: Heating system register 

17. Not Present Smoke Detector: Need one by bedroom 

18. Not Present Carbon Monoxide Detector: Need to be within 15ft of bedrooms 

Next to master Bedroom 

19. Acceptable Closet: Single 

20. Acceptable Ceiling: Paint 

21. Acceptable Walls: Paint 

22. Acceptable Floor: Hardwood 

23. Acceptable Windows: Vinyl double hung 

24. Acceptable Electrical: 110 VAC outlets and lighting circuits 

25. Acceptable HVAC Source: Heating system register 

26. Acceptable Smoke Detector: Should be close to bedroom 

27. Not Present Carbon Monoxide Detector: Need to be within 15ft of bedrooms 
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 Living Space  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Living Room Living Space 

1. Acceptable Closet: Single 

2. Acceptable Ceiling: Paint 

3. Acceptable Walls: Paint 

4. Acceptable Floor: Hardwood 

5. Acceptable Windows: Vinyl double hung 

6. Acceptable Electrical: 110 VAC 

7. Acceptable HVAC Source: Heating system register 

8. Acceptable Smoke Detector: 

9. Not Present Carbon Monoxide Detector: 

Dining Room Living Space 

10. Acceptable Ceiling: Paint 

11. Acceptable Walls: Paint 

12. Acceptable Floor: Hardwood 

13. Acceptable Windows: Vinyl slider 

14. Needs Repair Electrical: 110 VAC outlets and lighting circuits - Hot and neutral reversed outside wall next to 

driveway 

 

15. Acceptable HVAC Source: Heating system register 
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 Laundry Room/ Area  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Basement Laundry Room/ Area 

1. Acceptable Ceiling: Paint 

2. Acceptable Walls: Paint, Concrete 

3. Acceptable Floor: Poured 

4. Acceptable Windows: Steel frame 

5. Acceptable Electrical: 110 VAC 

6. Not Present Smoke Detector: 

7. Acceptable Laundry Tub: Concrete 

8. Acceptable Laundry Tub Drain: Galvanized 

9. Acceptable Washer Hose Bib: Rotary 

10. Acceptable Washer and Dryer Electrical: 110 VAC 

11. Acceptable Dryer Vent: Metal flex 

12. Acceptable Dryer Gas Line: Cast iron 

13. Acceptable Washer Drain: Drains to laundry tub 

14. Acceptable Floor Drain: Surface drain 

 

 Kitchen  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
1st Floor Kitchen 

1. Acceptable Cooking Appliances: General Electric 
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 Kitchen (Continued)  
2. Acceptable Ventilator: Nutone 

3. Acceptable Disposal: In-Sinkerator - Leaking 

4. Acceptable Dishwasher: General Electric 

5. Acceptable Refrigerator: Frigidaire 

6. Acceptable Microwave: General Electric 

7. Acceptable Sink: Stainless Steel 

8. Acceptable Electrical: 110 VAC GFCI 

9. Acceptable Plumbing/ Fixtures: 

10. Acceptable Counter Tops: Solid surface 

11. Acceptable Cabinets: Laminate and wood 

12. Acceptable Pantry: Single small 

13. Acceptable Ceiling: Paint 

14. Acceptable Walls: Paint 

15. Acceptable Floor: Ceramic tile 

16. Needs Repair Windows: Wood crank out - Cranks broken 

17. Acceptable HVAC Source: Heating system register 
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 Plumbing  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
1. Acceptable Service Line: Cast iron, Copper 

2. Acceptable Main Water Shutoff: Crawl space 

3. Acceptable Water Lines: Copper, Galvanized 

4. Needs Repair Drain Pipes: PVC, Galvanized - A licensed plumber is recommended to evaluate and estimate 

repairs leak at back of house in crawl space 

 
5. Acceptable Service Caps: Accessible 

6. Acceptable Vent Pipes: Cast iron 

7. Acceptable Gas Service Lines: Cast iron 

Basement Water Heater 

8. Acceptable Water Heater Operation: Adequate 
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 Plumbing (Continued)  
9. Manufacturer: Rheem 

10. Model Number: XG40T06EC36U1 Serial Number: Q512047400 

11. Type: Natural gas Capacity: 40 Gal. 

12. Approximate Age: New Area Served: Whole building 

13. Acceptable Flue Pipe: Single wall 

14. Acceptable TPRV and Drain Tube: Copper 

 

 Basement  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Main Basement 

1. Acceptable Ceiling: Paint 

2. Acceptable Walls: Paint 

3. Acceptable Floor: Ceramic tile 

4. Acceptable Floor Drain: Surface drain 

5. Acceptable Windows: Vinyl slider 

6. Acceptable Electrical: 110 VAC 

7. Not Present Smoke Detector: 

8. Acceptable HVAC Source: Heating system register 

9. Not Inspected Vapor Barrier: 

10. Not Inspected Insulation: 

11. Acceptable Ventilation: Windows 

12. Not Present Sump Pump: 

13. Needs Repair Moisture Location: A qualified contractor is recommended to evaluate and estimate repairs 

14. Acceptable Basement Stairs/ Railings: Wood stairs with wood handrails 
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 Crawl Space  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Half under kitchen and living room Crawl Space 

1. Method of Inspection: In the crawl space 

2. Acceptable Access: Wood door 

3. Acceptable Moisture Penetration: Walls multiple locations signs of leaks also signs of moisture under stairs and 

discoloration of wood also lots of debris holding moisture 

 
4. Moisture Location: Under entire home 

5. Acceptable Moisture Barrier: None 

6. Acceptable Ventilation: Vents - Vents blocked 
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 Crawl Space (Continued)  
7. Not Present Insulation: 

8. Not Present Vapor Barrier: No moisture or vapor barrier present 

9. Not Present Sump Pump: 

10. Needs Repair Electrical: 110 VAC - Install missing junction box cover plates, Suggest evaluation by licensed 

electrician 

 
 

 Air Conditioning  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Attic AC System 

1. Acceptable A/ C System Operation: Appears serviceable 

2. Acceptable Condensate Removal: PVC 

3. Acceptable Exterior Unit: Pad mounted 

4. Manufacturer: Rheem 

5. Model Number: RA133OAJ1NA Serial Number: W271701889 

6. Area Served: Whole building Approximate Age: 4 years 
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 Air Conditioning (Continued)  
7. Type: Central A/ C Capacity: 2.5 Ton 

8. Acceptable Visible Coil: Copper core with aluminum fins - Needs cleaning 

9. Acceptable Refrigerant Lines: Serviceable condition 

10. Acceptable Electrical Disconnect: Breaker disconnect 

11. Acceptable Exposed Ductwork: Metal 

12. Acceptable Blower Fan/ Filters: Direct drive with disposable filter 

13. Acceptable Thermostats: Programmable 

 

 Heating System  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
Attic Heating System 

1. Acceptable Heating System Operation: Appears functional 

2. Manufacturer: Ruud 

3. Model Number: R802PA100417MSA Serial Number: W051710374 

4. Type: Forced air Capacity: 100,000 BTUHR 

5. Area Served: Whole building Approximate Age: 4 years 

6. Fuel Type: Natural gas 

7. Acceptable Heat Exchanger: 4 Burner 

8. Acceptable Filter Size No filter found 

9. Acceptable Distribution: Metal duct 

10. Acceptable Draft Control: Automatic 

11. Acceptable Flue Pipe: Single wall 

12. Acceptable Thermostats: Programmable 

13. Suspected Asbestos: No 
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 Electrical  
NOTE: All definitions listed below refer to the property or item listed as inspected on this report at the time of inspection 

Acceptable Functional with no obvious signs of defect. 

Not Present Item not present or not found. 

Not Inspected Item was unable to be inspected for safety reasons or due to lack of power, inaccessible, or disconnected at time of 

inspection. 

Needs Repair Item is not fully functional and requires repair or servicing. 

Defective Item needs immediate repair or replacement. It is unable to perform its intended function. 

 
1. Service Size Amps: 100 Volts: 110-240 VAC 

2. Acceptable Service: Aluminum 

3. Acceptable 120 VAC Branch Circuits: Copper and aluminum - Evaluation by a licensed electrician is 

recommended 

4. Acceptable 240 VAC Branch Circuits: Copper 

5. Acceptable Aluminum Wiring: Bedroom and bathroom 

6. Acceptable Ground: Plumbing and rod in ground 

7. Not Present Smoke Detectors: 

8. Not Present Carbon Monoxide Detectors: 

 

 Final Comments  
May areas of concern crawl space has exposed electric and moisture both in walls and active plumbing needs further 

evaluation by licensed plumber leak in pipe going out to sewer from back yard. Electric some cloth wiring needs to be 

evaluated by licensed electrician. 


